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Abstract 
The vapor pressure data of 2,3,3,3-Tetrafluoroprop-1-ene (CF3CF=CH2, HFO-1234yf) were 
measured using a constant volume apparatus. Measurements were carried out in a wide temperature 
range, from (224 to 366) K, and at pressures from (39 to 3218) kPa. A total of 35 experimental 
points were obtained. The measurements were fitted to the Wagner equation with an absolute 
deviation of 0.35 %. To our knowledge, no other experimental results have been published in the 
open literature on the properties studied here; for this reason our experimental results were 
compared with a preliminary equation of state. 
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Introduction 
In order to solve the depletion of the ozone layer problem, ChloroFluoroCarbons (CFCs) have been 
phased out and HydroChloroFluoroCarbons (HCFCs) will be phased out according to the Montreal 
Protocol time frame. HydroFluoroCarbons (HFCs) has been chosen as new refrigerants with no 
ozone depletion, but they have been included in the classified greenhouse gases list by the Kyoto 
Protocol as contributors to the climate change. For a lower impact on the environment, the 
European Union decided to ban refrigerants with Global Warming Potential (GWP) over 150 in 
automobile air conditioning. This sector thus needs to find alternatives to the currently used fluid, 
R-134a (GWP=1430 for a 100 years time horizon). During the last decade several refrigerants have 
been evaluated as possible options in automobile air conditioning either natural refrigerants (i.e., R-
744, carbon dioxide) and synthetic refrigerants.1,2 
Although R-744 has a GWP=1 and an Ozone Depletion Potential (ODP) that is zero, it has some 
restrictions due to its thermophysical properties. Additionally, technical issues regarding the use of 
carbon dioxide in mobile air conditioning remain unresolved by the industry and the very high 
system pressures require total redesign of just about every system component. For these reasons, R-
744 has been challenged as the ideal refrigerant for automobile air condition application.  
DuPont and Honeywell recently proposed a new refrigerant to replace R-134a, a 
HydroFluoroOlefin called HFO-1234yf (CF3CF=CH2, 2,3,3,3-Tetrafluoroprop-1-ene) that offers 
thermophysical proprieties similar to R-134a and for this reason requires minimum equipment 
changes. The same refrigerant has been presented by another chemical manufacturer, the French 
group Arkema in a Congress which was held in Austria last February.3 
This fluid is mildly flammable, having a small gap between lower and upper flammability limits. It 
is also thermally stable with no significant corrosion to metals. It is a non-ozone-depleting 
substance, having an atmospheric lifetime of 11 days. It also has the lowest Life-Cycle Climate 
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Performance (LCCP) compared to both R-134a and R-744.4 Its GWP is approximately 12 for a 20 
years time horizon and 4 for a 100 years time horizon.5 
Regarding toxicity, the data demonstrate a low potential, similar to R-134a, by tests on male rats 
and mice.6 Considering the ATEL (Acute Toxicity Exposure Limit), HFO-1234yf also has a 
favourable ATEL value (101000 ppm).  
HFO-1234yf thermodynamic properties are very similar to R-134a: boiling point, critical point, and 
liquid and vapour density are comparable to R-134a.7  
In spite of all these considerations, to our best knowledge very few experimental data on the 
thermophysical properties of this fluid have been published so far in the open literature.  
In this paper, the vapour pressure region properties of this fluid were measured in the two phase 
region by means on an isochoric apparatus. Data were collected over a wide temperature range, 
from (224 to 366) K. Experimental results were regressed with the Wagner equation and compared 
with REFPROP 8.0 prediction,8 with a preliminary equation developed with these data.9 
 
Experimental Section 
Materials. The sample was produced by the French group Arkema and donated by Centro Ricerche 
FIAT, Italy. It was then degassed to remove air and other non condensable gases by immersing it in 
liquid nitrogen and evacuating. It was then brought to room temperature and was again subjected to 
freezing, evacuating and thawing process. This procedure was repeated several times. Its purity was 
checked by gas chromatography using a thermal conductivity detector and was found to be better 
than 99.95 % on a molar basis by analysis of peak area.  
Apparatus. The new experimental setup is illustrated in Figure 1. The basic experimental setup has 
already been described elsewhere,10 so it is only briefly outlined here. Two twin thermostatic baths 
were filled with different silicone oils (Baysilone M10 and Baysilone M100, Bayer). After charging 
with the sample, the setup could be operated over two temperature ranges, approximately from (210 
to 290) K and from (290 to 360) K, depending on which bath was used. The two silicone oils have 
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different kinematic viscosity values (10 and 100 cSt at room temperature, respectively). The one 
with lower kinematic viscosity, due to its higher volatility, was applied only for the low temperature 
range, while that with a greater viscosity was applied only at high temperatures. The thermostatic 
baths were easy to move thanks to the new system configuration. The spherical cells and pressure 
transducer are immersed in one of the two thermostatic baths. An auxiliary thermostat was used to 
reach below-ambient temperatures. The cell volume was estimated to be (273.5 ± 0.3) cm3 at room 
temperature10 and the cell volume change with temperature was taken into account.11,12 The 
pressure and temperature data acquisition systems were identical to those of the previous 
apparatus.11,12 A PID device was used to control the temperature, which was measured using a 
resistance thermometer. The temperature of the sample was measured by a platinum resistance 
(mod. Hart 25Ω), calibrated in accordance with ITS 90 at Istituto di Metrologia “G. Colonnetti” in 
Turin (Italy). The total uncertainty of the temperature measurements was ±0.02 K. The pressure in 
the sample was transduced to the manometer through the diaphragm type differential pressure 
transducer (mod. Ruska 2413) coupled with an electronic null indicator (mod. Ruska 2416). The 
uncertainty in the pressure measurements stems from the uncertainty of the transducer and null 
indicator system, and the pressure gauges. The uncertainty of the digital pressure indicator (Ruska, 
mod. 7000) is ± 0.003 % of its full scale. Temperature fluctuations due to bath instability can also 
affect the total uncertainty in the pressure measurement, which was nonetheless found to be less 
than ±1 kPa. The charging procedure by gravimetrical method has also been described elsewhere.13  
 
Results and Discussion 
Excluding a few points,7,14 no published data were available in the open literature for HFO-1234yf. 
For this reason, seven vapor pressure points were taken for R-134a in the same temperature range 
(from 243 K to 353 K) of the measurements taken for HFO-1234yf to check the reliability of the 
experimental setup. This fluid was chosen as a reference because of its very well known 
thermophysical properties, and the Tillner-Roth equation of state15 implemented in REFPROP 8.0 is 
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able to calculate vapor pressure data for R-134a with typical uncertainties of 0.02 %. In Table 1 the 
experimental vapor pressure data for R-134a are reported together with data calculated by 
REFPROP 8.0 calculations. The measured data were within the uncertainty values of the equation 
of state. 
At the saturation state, 35 points were obtained in the two phase region for HFO-1234yf. The 
present experimental vapor pressures measured at temperatures in the range (224 to 366) K are 
given in Table 2.  
Experimental data were fit to the four-parameter Wagner equation: 
 
[ ]64335.121ln ττττ AAAATTPP CC +++=         (1) 
 
where τ=(Tc-T)/Tc; the critical temperature Tc=368.15 K.6  
The following values were found for the parameters: A1 = -7.82239, A2 = -2.15165, A3 = -21.16155, 
A4 = -26.25422. During the fitting procedure, the critical pressure was fitted as a parameter and the 
datum (shown with a “*” in table 2) close to the critical point (T=365.93 K and P=3218.4 kPa) was 
not considered because it produced much higher deviations,.  
Best results were obtained with Pc= 3389.5 kPa, a value close to Pc=3404 kPa reported by the 
preliminary equation of state,8,9 and quite far from Pc=3240 kPa.7  
Defining the deviations in pressure as 
 
( )[ ] 100/
n
1d
n
1i
expcalcexp ×= ∑
=
PP-PP          (2) 
 
( )[ ] 100/
n
1d
n
1i
expcalcexp ×= ∑
=
PP-PP          (3) 
 
 6
where n is the number of experimental points, the following values were found: dP = 0.004 % and 
abs(dP) = 0.11 %. The error distribution is shown in Figures 2 and 3. The absolute deviations were 
found to be well distributed, excluding one point, within ±1 kPa, while the relative deviations were 
found to be usually within ±0.25 % and always within ±0.5 %.  
Our experimental data were also compared with the preliminary equation of state8,9 and reported in 
Figures 4 and 5. Again producing much higher deviations, the datum close to the critical point 
(T=365.93 K and P=3218.4 kPa) was not considered in the equation of state fitting procedure. In 
terms of absolute deviations almost all the experimental data were found to be within ±1 kPa; in 
terms of relative deviations data are consistently within ± 0.1% with just 5 points well within ± 
0.5%. In figure 6, relative deviations of present measurements from the preliminary equation of 
state8,9 and the few points found in the literature7,14 were compared, obtaining deviations between 1 
% and 2 %. 
 
Conclusions 
The measurements of 35 experimental points for saturated pressure were obtained using a constant-
volume apparatus for HFO-1234yf. To check the reliability of the experimental setup, a few 
experimental vapor pressure points were taken for R-134a in the same temperature range of the 
present paper measurements, and good consistency with REFPROP 8.0 was found. The 
experimental points taken in the two phase region were fitted with a Wagner type equation. The 
experimental data were also compared with a preliminary equation of state developed with these 
data. 
The measured data confirmed that HFO-1234yf is very similar to R134a in terms of vapor pressure: 
a discrepancy of about 15 kPa at low temperatures (at about 243 K) and of -20 kPa at high 
temperatures (at about 352 K) was evident. This confirms that the fluid under investigation could be 
a valuable option in automobile air conditioning. 
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Figure captions 
 
Figure 1. Schematic illustration of the apparatus. 
1. Constant volume spherical cell  12. Power system   
2. Auxiliary cell    13. Cooling coil  
3. Magnetic pump    14. Connections to auxiliary thermostatic bath 
4. Differential pressure transducer  15. Acquisition system 
5. Electronic null indicator   16. Bourdon gage 
6. Charging system    17. Dead weight gage 
7. Thermostatic baths    18. Vibrating cylinder pressure gage 
8. Platinum thermo-resistances   19. Precision pressure controller 
9. Thermometric bridge   20. Nitrogen reservoir 
10. Stirrer     21. Vacuum pump system 
11. Heater 
 
Figure 2. Scatter diagram of the saturated pressure-absolute deviations between experimental 
pressures (Pexp) and pressures calculated from the fit with the Wagner equation, eq 1 (Pclcd). 
 
Figure 3. Scatter diagram of the saturated pressure-relative deviations between experimental 
pressures (Pexp) and pressures calculated from the fit with the Wagner equation, eq 1 (Pclcd). 
 
Figure 4. Scatter diagram of the saturated pressure-absolute deviations between experimental 
pressures (Pexp) and pressures calculated from REFPROP 8.0 (Pclcd). 
 
Figure 5. Scatter diagram of the saturated pressure-relative deviations between experimental 
pressures (Pexp) and pressures calculated from REFPROP 8.0 (Pclcd). 
 
Figure 6. Scatter diagram of the saturated pressure-relative deviations between experimental 
pressures (Pexp) and pressures calculated from REFPROP 8.0 (Pclcd); ?, ref 7; ?, ref 14. 
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Table 1. Experimental Saturation Pressures P at Temperature T90 (according to the ITS-90 
equipment calibration standard) for R-134a compared with PREF obtained by REFPROP 8.0 
prediction.7 
 
T90/K P/kPa PREF /kPa P-PREF/kPa
243.10 84.2 84.2 0.0 
248.08 106.1 106.0 0.1 
263.01 199.4 199.5 -0.1 
283.03 413.0 412.9 0.1 
303.12 769.5 769.5 0.0 
328.05 1488.0 1488.0 0.0 
352.93 2620.8 2620.9 -0.1 
  Avg. 0.0 
 
 
Table 2. Experimental Saturation Pressures P at Temperature T90 (according to the ITS-90 
equipment calibration standard) for HFO-1234yf 
 
T90/K P/kPa T90/K P/kPa 
224.12 38.9 297.97 679.4 
228.21 48.3 303.12 783.2 
233.12 62.0 308.11 894.6 
234.21 65.5 313.09 1018.0 
238.08 78.7 315.59 1083.5 
243.03 98.8 318.08 1153.0 
247.95 121.7 320.61 1224.0 
252.91 149.2 323.11 1301.1 
255.49 165.3 325.58 1380.0 
257.70 180.4 333.06 1638.3 
258.61 186.9 338.05 1831.0 
263.14 221.7 343.02 2039.0 
268.10 265.1 348.01 2265.6 
272.98 313.9 352.98 2511.5 
277.96 370.5 357.97 2778.2 
283.09 437.1 362.94 3067.1 
288.08 509.4 365.93* 3218.4* 
292.87 587.3   
*not considered in the regression. 
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Figure 1 
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Figure 2. 
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Figure 3. 
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Figure 4. 
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Figure 5. 
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Figure 6. 
 
